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GENERATOR REQUIREMENTS 
TWO PERMITS are required, as detailed below: 

 
Please review the ENTIRE list below and initial EACH item as provided. 

 

1. GENERAL PERMIT: 
_____a. Completed General Permit application form, including 

contractor information. 
_____b. Homeowner’s Association approval letter (when appropriate). 
_____c. Verification from NICOR that the gas meter and service are 

adequate for all concurrent loads (see SAMPLE attachment). 
_____d. TWO COPIES  Plat of survey indicating 

location of proposed unit including dimensions: 
_____i. To structure(s), windows & doors, and property line(s). 

MINIMUM 12 FEET (12’) FROM PROPERTY LINES. 
_____ii. Required working space at electrical disconnect(s). 

_____e. TWO COPIES Specifications and details of  installation, 
including: 

_____i.  Gas isometric from meter to generator (use the attachment) 
indicating all concurrent loads on each segment. 

_____ii.  Gas line burial depths & tracer (if required) details. 
_____f. TWO COPIES Specifications and details of pad and screening. 
_____g. TWO COPIES Specifications and details regarding sound 

levels generated. 
 

2. ELECTRICAL PERMIT: 
_____a. A licensed electrical contractor- (verification of current license 

obtained by testing). 
_____b. Completed and Signed Electrical Permit application form.  
_____c. TWO  COPIES Full specifications and details, including-but 

not limited to: 
_____i.  Manufacturer’s specifications for generator and ATO Switch. 

_____ii.  One line diagrams: 
_____1. Wire and pipe size, material, and burial depths (if 

appropriate). 
_____2. Grounding. 

 
Since the Village of Oak Brook has a variety of zoning districts with differing 
requirements, staff reviews the locations after submittal rather than encourage individual 
interpretations.  For the specifics of the ordinance, please feel free to refer to Chapter 13 
of the Village Code (www.oak-brook.org). 
 

DID YOU PROVIDE COMPLETE INFORMATION FOR EVERY LINE?  
INCOMPLETE SUBMITTALS WILL NOT BE APPROVED. 





FUEL GAS

2015 INTERNATIONAL RESIDENTIAL CODE® 531

For SI: 1 inch = 25.4 mm, 1 foot = 304.8 mm, 1 pound per square inch = 6.895 kPa, 1-inch water column = 0.2488 kPa, 
1 British thermal unit per hour = 0.2931 W, 1 cubic foot per hour = 0.0283 m3/h, 1 degree = 0.01745 rad. 

Notes: 
1. NA means a flow of less than 10 cfh. 
2. All table entries have been rounded to three significant digits. 

TABLE G2413.4(1) [402.4(2)]
SCHEDULE 40 METALLIC PIPE

Gas Natural

Inlet Pressure Less than 2 psi

Pressure Drop 0.5 in. w.c.

Specific Gravity 0.60

PIPE SIZE (inches)

Nominal 1/2
3/4 1 11/4 11/2 2 21/2 3 4 5 6 8 10 12

Actual ID 0.622 0.824 1.049 1.380 1.610 2.067 2.469 3.068 4.026 5.047 6.065 7.981 10.020 11.938

Length (ft) Capacity in Cubic Feet of Gas per Hour

10 172 360 678 1,390 2,090 4,020 6,400 11,300 23,100 41,800 67,600 139,000 252,000 399,000

20 118 247 466 957 1,430 2,760 4,400 7,780 15,900 28,700 46,500 95,500 173,000 275,000

30 95 199 374 768 1,150 2,220 3,530 6,250 12,700 23,000 37,300 76,700 139,000 220,000

40 81 170 320 657 985 1,900 3,020 5,350 10,900 19,700 31,900 65,600 119,000 189,000

50 72 151 284 583 873 1,680 2,680 4,740 9,660 17,500 28,300 58,200 106,000 167,000

60 65 137 257 528 791 1,520 2,430 4,290 8,760 15,800 25,600 52,700 95,700 152,000

70 60 126 237 486 728 1,400 2,230 3,950 8,050 14,600 23,600 48,500 88,100 139,000

80 56 117 220 452 677 1,300 2,080 3,670 7,490 13,600 22,000 45,100 81,900 130,000

90 52 110 207 424 635 1,220 1,950 3,450 7,030 12,700 20,600 42,300 76,900 122,000

100 50 104 195 400 600 1,160 1,840 3,260 6,640 12,000 19,500 40,000 72,600 115,000

125 44 92 173 355 532 1,020 1,630 2,890 5,890 10,600 17,200 35,400 64,300 102,000

150 40 83 157 322 482 928 1,480 2,610 5,330 9,650 15,600 32,100 58,300 92,300

175 37 77 144 296 443 854 1,360 2,410 4,910 8,880 14,400 29,500 53,600 84,900

200 34 71 134 275 412 794 1,270 2,240 4,560 8,260 13,400 27,500 49,900 79,000

250 30 63 119 244 366 704 1,120 1,980 4,050 7,320 11,900 24,300 44,200 70,000

300 27 57 108 221 331 638 1,020 1,800 3,670 6,630 10,700 22,100 40,100 63,400

350 25 53 99 203 305 587 935 1,650 3,370 6,100 9,880 20,300 36,900 58,400

400 23 49 92 189 283 546 870 1,540 3,140 5,680 9,190 18,900 34,300 54,300

450 22 46 86 177 266 512 816 1,440 2,940 5,330 8,620 17,700 32,200 50,900

500 21 43 82 168 251 484 771 1,360 2,780 5,030 8,150 16,700 30,400 48,100

550 20 41 78 159 239 459 732 1,290 2,640 4,780 7,740 15,900 28,900 45,700

600 19 39 74 152 228 438 699 1,240 2,520 4,560 7,380 15,200 27,500 43,600

650 18 38 71 145 218 420 669 1,180 2,410 4,360 7,070 14,500 26,400 41,800

700 17 36 68 140 209 403 643 1,140 2,320 4,190 6,790 14,000 25,300 40,100

750 17 35 66 135 202 389 619 1,090 2,230 4,040 6,540 13,400 24,400 38,600

800 16 34 63 130 195 375 598 1,060 2,160 3,900 6,320 13,000 23,600 37,300

850 16 33 61 126 189 363 579 1,020 2,090 3,780 6,110 12,600 22,800 36,100

900 15 32 59 122 183 352 561 992 2,020 3,660 5,930 12,200 22,100 35,000

950 15 31 58 118 178 342 545 963 1,960 3,550 5,760 11,800 21,500 34,000

1,000 14 30 56 115 173 333 530 937 1,910 3,460 5,600 11,500 20,900 33,100

1,100 14 28 53 109 164 316 503 890 1,810 3,280 5,320 10,900 19,800 31,400

1,200 13 27 51 104 156 301 480 849 1,730 3,130 5,070 10,400 18,900 30,000

1,300 12 26 49 100 150 289 460 813 1,660 3,000 4,860 9,980 18,100 28,700

1,400 12 25 47 96 144 277 442 781 1,590 2,880 4,670 9,590 17,400 27,600

1,500 11 24 45 93 139 267 426 752 1,530 2,780 4,500 9,240 16,800 26,600

1,600 11 23 44 89 134 258 411 727 1,480 2,680 4,340 8,920 16,200 25,600

1,700 11 22 42 86 130 250 398 703 1,430 2,590 4,200 8,630 15,700 24,800

1,800 10 22 41 84 126 242 386 682 1,390 2,520 4,070 8,370 15,200 24,100

1,900 10 21 40 81 122 235 375 662 1,350 2,440 3,960 8,130 14,800 23,400

2,000 NA 20 39 79 119 229 364 644 1,310 2,380 3,850 7,910 14,400 22,700
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Section 3 Site Selection and Preparation
3.1 — Site Selection

Figure 3-1. Installation Guidelines

These guidelines are based upon fire 
testing of the generator enclosure and 
the manufacturer’s requirement for air 
flow for proper operation. Local codes 
may be different and more restrictive 
than what is described here.

Clearance from the ends and front of the gener-
ator must be 36 in (914 mm). This would 
include shrubs, bushes or trees. Clearance at 
the top should be a minimum of 60 in (1524 
mm) from any structure, overhang or projec-
tions from the wall. The generator should not 
be placed under a deck or other structure that 
is closed in and would limit or constrain air flow.

No operable windows or openings in the wall permitted 
within 5 ft (1.52 m) from any point of the generator.

Clearance from operable 
windows, doors or any 
openings in the wall.

18 in (457 mm)

36 inTop of Generator

60 in (1524 mm) Minimum

60 in (1524 mm)

18 in (457 mm)

Generator

60 in (1524 mm)60 in (1524 mm) Minimum Distance

(914 mm)
36 in

(914 mm)

Minimum

Required
Minimum From Ends

36 in
(914 mm)

Existing Wall

Clearance from operable 
windows, doors or any 
openings in the wall.

to openings in walls
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Electric. App 20170216 

Development Services Department 

Electrical Permit Application 

1200 Oak Brook Road 

Oak Brook, IL   60523 

630-368-5101 

www.oak-brook.org 

Hours: Monday- Friday 8:00 am- 4:30pm 

Owner  

Tenant 

Address Suite # 

Project fair market value at prevailing wage: $ 

This project is: 

New Construction 

Addition/Alteration 

Other:  

The type of occupancy is: 

 Detached Single Family 

 Multifamily 

 Other  

 Description of work:  

SIGNATURE OF OWNER or AUTHORIZED AGENT 

NAME of ELECTRICAL COMPANY 

SIGNATURE of ELECTRICIAN  

ADDRESS 

Street Municipality State Zip 

Office Phone #  Cell Phone# E-mail 

City of Electrical Registration: License # 

-OFFICE USE ONLY- 

PERMIT NO.  

FEE  $ 

APPROVAL 

DATE 

Oak Brook follows National Electric Code, 2014 Edition, International Residential Code, 2015 Edition- both, with local amendments, &  

Illinois Energy Conservation Code, 2015 Edition. 

Local Amendments are available online http://www.sterlingcodifiers.com/codebook/index.php?book_id=333 

All work must be done in accordance with the Ordinances of the Village of Oak Brook. Call for inspections not less than 24 hours in advance, before covering any work.  

Reinspection fees will be applied for failed inspections. 

http://www.oak-brook.org/
http://www.sterlingcodifiers.com/codebook/index.php?book_id=333
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